
ELECTRICAL REQUIREMENTS - FK ROLL EW - LOCAL DETECTION (EN)
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CP: control panel FK ROLL +, 400x300x150 mm, surface mounting, steel box, cable inlet ot top side

K2: current comparator, 120x120x50 mm, surface mounting

R1: Fire curtain - FK ROLL EW

Cables requirements to be supplied by contractor are marked.

This diagram is for guidance only. The specif ic scheme will be specif ied according to the specif icat ions and requirements of the customer!

DRIVE CABLE
supplied by FK servis

R1

FIRE CURTAIN - FK ROLL  EW

CP

CYKY 3x1,5

(supplied by contractor) separate circuit
10 C  230 V AC

K2

PRAFlaDur 3x1,5

(supplied by contractor)

PRAFlaGuard® F 2x2x0,8

(supplied by contractor)

PRAFlaGuard® F 2x2x0,8

(supplied by contractor)

Heat detectors must be placed on both sides of the curtain.

Cable outlet from the 

box can be either on 

right or left  side. 

This must be specif ied 

in the order.
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